* FOR ADDITIONAL INFORMATION, CONTACT THE UTILITY CO. IN YOUR AREA

NOTES:
1. Service riser must be galvanized rigid conduit 1 1/2” for 100/125 A. and 2” for 200 Amp. *
2. Service conductors sized according to NEC 2011 Table 310.15(B)(7) and footnotes. *(#4 Copper(CU) for 100A, #2 CU for 125A & #2/0 CU for 200A Residential)*
3. Weatherhead must be minimum of 24” above roof. Point of attachment more than 30” above roof requires a back brace. (20” for 1 1/2”) See page 2. *
4. Ground wire must be fastened to structure a minimum of 18” apart.
5. Bond metal water piping with same size wire as ground wire. Bond gas line, if any, with wire sized according to NEC Table 250.122. Gas line and meter must be 36” or more from a vertical plane at closest edge of electrical service. *
6. Service drop must not be closer than 8’ to roof, except where crossing over hang to make attachment at riser, then service drop must be at least 18” above roof.
Risers that are to be braced shall be braced against the pull of the service drop conductors. Bracing shall consist of two galvanized steel members installed at approximately a 90 degree spread. Minimum size braces shall be 3/4" rigid galvanized steel pipe or 1-1/2" x 1-1/2" x 1/8" galvanized steel angle.

EXCEPTION: Residential Only.... 3/4" galvanized tubing (EMT) may be used for braces if used to pull against the load as shown in figure 2 and 4. Push braces must be galvanized rigid steel as listed above.